
 

 

ACCESS CONTROLLED      KELLER FIRE-RESCUE 

GATE WIDTH DETAIL       FIRE MARSHAL’S OFFICE 

 

 

 

An optically activated gate opening system compatible with the 3M OptiCom traffic preemption system.  

1. A Knox KS-2 key switch at the Entry. 
2. Fail-safe battery backup or automatic release in the event of failure of the electrical or 

mechanical system.   
3. Gates shall be located on private property a minimum of 30 feet from the property line being 

crossed by the drive, or 50 feet from the nearest edge of roadway, whichever is greater.   
4. Provisions shall be made to allow for egress from the property and 100’ for stacking of vehicles 

at the entry, and for turnaround.   
5. A single gate shall open the full width of the access road. 
6. Dual gates shell be a minimum width of 16 feet each, for both the ingress and egress sides. 
7. Maintenance of private gates are the sole responsibility of the HOA/property owners. 


